Abstract: This paper critically evaluates indoor overheating of multilevel office buildings in Colombo-a tropical warm humid city. The work questions the building morphological characteristics on thermal performance and indoor climate, thus the levels of Building Energy Indices (BEI) of air conditioned buildings. Pattern of heat stress on buildings due to building characteristics and its relationship to the BEI were identified. A study of 87 multilevel office buildings contributed to identify two critical cases in shallow plan form with similar morphological characteristics such as wall-to-window ratio, aspect ratio, orientation, occupant and equipment density, and façade architecture. A comprehensive thermal performance investigation on these two critical cases quantified the heat stress patterns on their facades and thus indoor thermal environments. Indoor air temperature during office hours in 3 m × 3 m multizones across the depths and lengths in these two buildings showed deviations up to 10.5 • C above the set point temperature level (24 • C). Findings highlight the severity of heat stress on air conditioned indoor environments and the need to address this issue for energy sustainability of urban office buildings in the tropics.
Introduction
The IPCC's Fifth Assessment Report notes that continued GHG emissions due to human-induced contribution at or above current rates would cause further warming and induce many adverse changes in the global climate system [1] . Studies that have quantified the effects of global warming and projections of ambient temperature increases [1] indicate that more warm days are expected in most parts of subtropics and tropics [2] . Warming climates increase internal temperatures of buildings and studies have shown that this relationship is linear [3] . Increase of extreme air temperatures may considerably impact the electricity demand for cooling [4] and thus emissions [5] . With the warming of cities [6] , both free running and air conditioned office buildings designed for existing climatic conditions are increasingly prone to indoor overheating in future. With the projected increase in energy use and the demand for more comfortable indoor environments in office buildings, there is a growing concern for high energy consumption and its likely adverse impacts on the environment [7] . Further, overheating cannot be avoided completely under expected warming climate scenarios [8] . These behaviors would obstruct the efforts of emission reduction strategies and targets for the building sector [9] and require the understanding of thermal behavior patterns of buildings in warming climates if strategies need to be identified to control unnecessary indoor overheating [10] .
A linear correlation between the increase of average external air temperature and the increase of building cooling load, and thus the total energy use, is established for air conditioned buildings [11, 12] . The average energy consumption in most countries varies between 100 and 500 kWh/m 2 /a due to many reasons including climate type, climate change factor, building characteristics, HVAC and lighting systems, office equipment, and operational schedules [13] . Further, urban environments are
Heat Stress through Building Façades in Tropics
Heat stress [35] on building occupants is usually measured in terms of Wet Bulb Globe Temperature (WBGT) that combines air temperature, humidity, radiation, and air flow into a single value. Studies have quantified that in warm humid climates, levels of heat stress for occupants in free running buildings are mostly higher than the preferred comfort level of WBGT in the whole year [36] . This suggests the criticality of the climate in tropics and the need for careful integration of appropriate design interventions to avoid environmental heat stress through building facades.
Patterns of environmental heat gain through building facades due to direct radiation on different types of plan forms are known [37, 38] . Shallow and linear plan forms with narrower facades along east-west axis promote least direct exposure to direct solar heat gain in equatorial climates. However, with high levels of cloud cover in tropics, presence of diffused radiation is a major challenge in making a building resistant to heat stress.
Percentage of glazing area of a wall know as window-to-wall ratio (WWR) of a façade can have a significant impact on heat gain potential and thus energy consumption levels in terms of cooling and heating in buildings [39] . Aspect ratio of a plan form is another key geometric parameter that defines the building surface area by which heat is transferred between the interior and exterior environment [40] and the amount of façade area that is subject to solar gain. The extent to which this can be beneficial or detrimental depends on the climate type. Heat transfer through opaque materials in the façade is another concern to be addressed.
In Sri Lanka, building heat stress remains a largely less investigated area. The few studies that do exist are focussed on energy efficiency measures of orientation, building envelope and lighting on free running indoors. Particularly, heat stress through facades has been least investigated for air conditioned buildings of any form. Reducing the risk of heat gain into air conditioned buildings is an essential phenomenon to study. When a building is air conditioned, the excessive heat gains through facades may not be perceptive to the occupants due to the conditioned environment inside, but nevertheless contribute to the increase of air conditioning energy load, thus exacerbating the emissions and global warming problem [41] [42] [43] . An in-depth understanding of performance improvement for building design for air conditioned indoors in tropics is yet to be achieved.
Climate in Colombo
Warm humid tropical climates are found in the region extending 15 • North and South of the equator (Figure 1 ). Colombo (latitude 5 • 55 to 9 • 49 N and longitude 79 • 51 and 81 • 51 E) is an example of this climate and is characterised by lack of seasonal variations in temperature. The mean monthly temperatures range from 27 • C in November to 30 • C in April and relative humidity varies from 70% to 80% during a typical year. The daily maximum temperatures are high as 25 • C to 38 • C and the daily pattern in the dry season (September to November and March to May) has diurnal temperature range of 7 to 8 • C. Air temperature in these climates does not vary substantially over the daily typical cycle, thus limiting the opportunity for thermal mass for passive cooling. While solar effects are consistent, seasonal rain patterns affect temperature level (perceptions), but rainfall is increasingly unpredictable. from 70% to 80% during a typical year. The daily maximum temperatures are high as 25 °C to 38 °C and the daily pattern in the dry season (September to November and March to May) has diurnal temperature range of 7 to 8 °C. Air temperature in these climates does not vary substantially over the daily typical cycle, thus limiting the opportunity for thermal mass for passive cooling. While solar effects are consistent, seasonal rain patterns affect temperature level (perceptions), but rainfall is increasingly unpredictable.
(a) (b) KŐppen Geiger climate classification demonstrates that nearly 60% of the geographical area of Sri Lanka represents type "Af"-an equatorial fully humid climate. Of the 8760 hourly data points of dry bulb temperature in the psychrometric chart developed for this study using Climate Consultant 5.5 software, nearly 60% and 40 % of data points represent air temperatures in the range of 27-38 °C and 21-27 °C respectively ( Figure 2 ). Annual monthly mean, maximum temperature, and relative humidity in Colombo vary within the ranges of 26.2 to 28.8 °C, 29.2 to 31.4 °C, and 73.8 to 83.6, and 90.2 to 97.9%, respectively. KŐppen Geiger climate classification demonstrates that nearly 60% of the geographical area of Sri Lanka represents type "Af"-an equatorial fully humid climate. Of the 8760 hourly data points of dry bulb temperature in the psychrometric chart developed for this study using Climate Consultant 5.5 software, nearly 60% and 40 % of data points represent air temperatures in the range of 27-38 • C and 21-27 • C respectively ( Figure 2 ). Annual monthly mean, maximum temperature, and relative humidity in Colombo vary within the ranges of 26 KŐppen Geiger climate classification demonstrates that nearly 60% of the geographical area of Sri Lanka represents type "Af"-an equatorial fully humid climate. Of the 8760 hourly data points of dry bulb temperature in the psychrometric chart developed for this study using Climate Consultant 5.5 software, nearly 60% and 40 % of data points represent air temperatures in the range of 27-38 °C and 21-27 °C respectively ( Figure 2 ). Annual monthly mean, maximum temperature, and relative humidity in Colombo vary within the ranges of 26.2 to 28.8 °C, 29.2 to 31.4 °C, and 73.8 to 83.6, and 90.2 to 97.9%, respectively. The main characteristic of the warm humid climate in Colombo, from the human comfort and building design viewpoint, is a combination of high temperature and high humidity which in turn reduces the dissipation of body's surplus heat. Irradiation in Colombo ranges from 400 to 6000 W/m 2 throughout the year. Olgyays [22] criterion of ''optimum shape"-taking into account solar radiation, temperature, and other climatic conditions-calls for buildings freely elongated in the east-west direction. This provides shelter from the Sun for north-south facades and, in addition, facilitates the air movement entering from the south-west of buildings. Moreover, the directional effects of airflow inlets and building orientation can help to ameliorate the indoor airflow situation [38] . The presence of solar radiation relates to the temperature increase in the ambient air. Thus, prior to incoming air travelling through the indoor spaces, its sol-air temperature should always be reduced at the source by shading. The most efficient way of protecting a building is to shade the windows and other openings to improve immediate microclimate [44, 45] . Shading against solar radiation reduces the effective temperature experienced by an occupant by up to 8 • C and could reduce the environmental heat transfer as well.
The Urban Climate and Building Stock in Colombo
World's urban population is expected to increase to 68% by 2050 and projections show that 70% of global urbanization will concentrate in countries of Asia and Africa by the year 2050 [46] . Urbanization in tropics accounts for a significant proportion in Global GHG emissions [47] . Colombo Metropolitan Region (CMR) is no exception to this, and indicates Surface Urban Heat Island (SUHI) effects intensifying from 2007 to 2017 due to rapid urbanization [16] . In 2005 the extent of UHI was 42% of the total land area of CMR. This UHI is growing and predicted for an annual increase of 1.75%. Moreover, an increasing trend is apparent in the extent of built-up area, which increased from 74% in the year 2005 to 97.3% in the year 2013 [48] . Scientific disclosure of the influence of UHI on increasing energy demand is well established.
Building stocks in many developed countries have been evaluated for the relationship between energy consumption and built characteristics [26, 49, 50] . They have been further investigated to identify the effect of building morphology such as shape, composition, orientation, and fenestration details for assessment of building performance and the end user energy demand [51] [52] [53] . However, similar studies on building stocks in Sri Lanka are less prioritized. The available few studies on energy consumption of buildings have focused on energy efficiency measures of lighting and simulations to assess indoor environmental quality of residential buildings [54, 55] . Furthermore these studies are based on secondary data, which evidences the lack of a comprehensive national database that integrates the characteristics of the building stock and the energy utility intensities.
CMR, which has the highest office building density in Sri Lanka, was selected to explore the national urban building stock in respect to thermal performance and end-user energy demand.
Method of Study
The study was conducted in 3 phases involving 87 commercial multilevel office buildings covering an approximate floor area of 73,000 m 2 . Phase I consisted of a walk through survey of all buildings and an onsite thermal performance investigation of selected buildings to evaluate the impact of building morphology on Building Energy Index (BEI), for which office buildings of each division is presented as the mean BEI. It was defined as the ratio of total annual energy used in kWh per Meter Square per annum. A walkthrough field investigation was performed in 35 Grama Niladhari (GN) divisions in the CMR (GN division is the smallest administrative division in Sri Lanka). Data collection protocol was structured with the use of geographical information system (GIS) data and activity zone maps of the CMR. The identified office building stock excluded mixed administrative buildings but included buildings exclusively used for administrative activities of private and government organizations including banks and other financial offices. Building morphology data was focused on building design parameters such as orientation, plan shape, construction materials, and fenestration characteristics such as WWR and aspect ratio (façade length/depth). Technical and operational characteristics were recorded as working hours, space conditioning systems, and usage of office equipment. Occupied hours, occupancy profiles, air conditioning systems, and type and number of equipment used were observed as nearly similar in these buildings. Thermal variables of indoor air and surface temperatures were recorded using HOBO UX100-003 data loggers, and monitored continuously for a week in randomly selected samples from the 87 buildings during one of the hottest months of March 2017. Climatic data of Meteorological Department of Sri Lanka shows that March and April as the hottest months in a typical year. A statistical analysis of the entire building stock in respect to BEI and morphological characteristics was conducted at the end of Phase I, developing a classification of the building stock in terms of BEI in an integrated framework of orientation, plan shape, WWR and Aspect Ratio.
Phase II of the research project involved a comprehensive thermal performance investigation of two critical case buildings identified from the statistical analysis of Phase I. The two buildings were identified as having two extreme levels of BEIs despite having similar morphological characteristics, occupant and equipment densities with shallow plan forms with perfect orientations along the east-west axis. Indoor air temperature variations across the depths of their shallow plan forms from perimeter to perimeter were quantified in air conditioned mode using 22 HOBO UX 100-003 meters from 6 am to 6 pm over a week in April 2018. A typical floor plate was considered as a collection of 3 m × 3 m multizones and each zone had a HOBO meter. Measuring 3 m × 3 m zones contributed to give one average value for the entire floor plate and was considered more accurate than considering just one or few points in the respective floor plates. The two critical cases are orientated with the longer facades facing north and south, due to which it can be assumed that heat stress on facades due to direct solar exposure is minimal. The objective of Phase II was to investigate the levels of indoor air temperature inside these two buildings and then to judge any correspondence between BEI and level of indoor air temperature in constant conditioned mode.
Phase III was an extension to Phase II and continued for further two weeks, day and night from 26th July to 16th August 2018 and measurements were taken in multizones of 3 m × 3 m at 10-min intervals. Measurements included both inside and outside perimeter wall surface temperatures, indoor air temperatures and RH in all 3 m × 3 m multizones, and air temperature just outside the exterior walls on all four orientations. Wall surface temperatures were taken using ONSET thermo couples UX120-014M.
Phase I of the investigation

Dispersion of the Office Building Stock
The office building stock is concentrated towards Northwest and West locations of the CMR. Figure 3 shows the distribution of the stock and BEIs of the critical GN divisions in CMR. Thirteen of 35 GN divisions have a substantial number of office buildings as shown in Figure 3a . The percentage of office buildings to total buildings of these GN divisions varies from 5 to 19%. The highest building stock of offices is in Keselwatte GN Division and the lowest is visible in Milagriya GN Division with percentages of 19 and 5, respectively. Descending order of GN divisions from the 2nd highest percentage of 16 up to 10% of the office stock are Suduwella, Colpetty, Bambalapitiya, Hunupitiya, Slave Island, Fort, and Wekanda. Positioning of office buildings along high-density traffic arteries is common in these zones, and the corresponding roads are Galle road, Dharmapala Mawatha, Sangharaja Mawatha, Sir James Peiris Mawatha, and D.R Wijewardana Mawatha. Thus the "road side sealed offices" represent the overarching character of national urban office building stock in CMR.
Phase I included three main Steps of investigations. The objective of the 3 steps is to sample the identified building population in the following manner:
• Identifying dispersion pattern of office building stock in CMR-Step 1.
• (a) (b) 
Percentage Distribution of the Building Stock in Terms of BEI-Step 1
BEIs of the office building stock were assessed for 06 critical GN divisions. These six GN divisions represent a considerable number of office buildings and correspond to a range of 19 to 10 percent of office buildings in each division. BEI for office buildings of each division is presented as the mean value. Figure 3b presents the BEIs of six critical GN divisions. The results indicate that the annual BEI varies from 235 to 285 kWh/m 2 / a. The highest demand is apparent in Kollupitiya GN Division followed by Hunupitiya GN Division with an office building stock of 15% and 12%, respectively. Results prove that there is no relationship between the percentage of the building stock and BEI (Table 1) , demanding the importance of investigating morphology of office buildings in critical GN divisions.
Three levels of BEI ranges were identified in the pilot investigation. They are Lower Range (LR), Average Range (AvR) and Critical Range (CR), see Table 1 . 
BEIs of the office building stock were assessed for 06 critical GN divisions. These six GN divisions represent a considerable number of office buildings and correspond to a range of 19 to 10 percent of office buildings in each division. BEI for office buildings of each division is presented as the mean value. Figure 3b presents the BEIs of six critical GN divisions. The results indicate that the annual BEI varies from 235 to 285 kWh/m 2 /a. The highest demand is apparent in Kollupitiya GN Division followed by Hunupitiya GN Division with an office building stock of 15% and 12%, respectively. Results prove that there is no relationship between the percentage of the building stock and BEI (Table 1) , demanding the importance of investigating morphology of office buildings in critical GN divisions. Three levels of BEI ranges were identified in the pilot investigation. They are Lower Range (LR), Average Range (AvR) and Critical Range (CR), see Table 1 . The lower range was decided to be 110 to 120 KWh/m 2 /a-a commonly known acceptable practice [56] . Nearly 36% of buildings are found to be in this region. The average range claims BEIs between 150 and 250 kWh/m 2 /a, which is the national average of office buildings in Sri Lanka [17] but still considered as high. The critical range includes more than 10% of the stock with BEIs over 250 kWh/m 2 /a.
a. Dispersion of BEIs in the Office Building Stock
The annual BEI in these office buildings varies within a range from 91 to 412 kWh/m 2 /a and 95% of the buildings are above 110 kWh/m 2 /a, which represents the accepted standard for energy efficient building codes [56] . Within this building stock, 56% of the buildings show an annual BEI above 200 kWh/m 2 /a, of which almost half of the buildings are above 250 kWh/m 2 /a. The mean BEI for critical office building stock in CMR is 212 kWh/m 2 /a and thus solidifies that the building stock is energy obsolete beyond the standards (Figure 4) . The outcome advises further investigation of the thermal performance of the building stock and related parameters, which has an effect in the end use energy demand of this stock. The annual BEI in these office buildings varies within a range from 91 to 412 kWh/m 2 /a and 95% of the buildings are above 110kWh/m 2 /a, which represents the accepted standard for energy efficient building codes [56] . Within this building stock, 56% of the buildings show an annual BEI above 200kWh/m 2 /a, of which almost half of the buildings are above 250 kWh/m 2 /a. The mean BEI for critical office building stock in CMR is 212 kWhm²a and thus solidifies that the building stock is energy obsolete beyond the standards (Figure 4) . The outcome advises further investigation of the thermal performance of the building stock and related parameters, which has an effect in the end use energy demand of this stock. 
Characteristics of the Building Morphology and Sampling-Step 2
Characterizing building morphology with specific concerns to plan form, fenestration material details, orientation and composition with neighboring buildings was assessed.
a. Plan Forms
This study proposes to categorize the office building stock into the predominant six types. These can be generalized as basic plan forms and composite plan forms. The basic plan forms consist of square, linear, and circular forms, while composite plan forms are derived from a combination of these and demonstrate the shapes L, U, and trapezium. Table 2 depicts the identified classification and its percentage distribution within the stock. Basic plan forms are commonly used, and of these, 85.05% demonstrate linear and square forms of 62.07% and 22.98%, respectively.
Among the composite plan forms, L shape is prominent with a percentage distribution of 8.1%. Although there are office buildings with circular, trapezium and U-shape plan forms they have not been used widely. Circular and trapezium plan forms are equal percentage of 2.30% in the building stock. Composite built form of L shape is a combination of two linear plan forms or a linear and a square plan form. Moreover the amalgamation of three linear plan forms represents the U-shape. These composite plan forms in CMC region consists of 2.3% of U and 8.0% of L shape plan forms, respectively. 
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c. Composition with Other Buildings
Buildings within an urban block can be either attached to other buildings or exist independently, detached. This office building stock consists of a mix of both compositions with 63% detached buildings and 37% attached buildings. Attached buildings have variations, such as attached from single and both facades. Varied compositions show marginal differences in annual BEI with 211 and 210 kWh/m 2 /a for detached and attached buildings, respectively. Buildings with both sides attached to other buildings display better control of solar heat gain to office interiors. However, this means that the use of artificial lighting is increased due to daylight restrictions. Lack of difference between BEIs of the two types highlights the energy demand for lighting, and thus informs the importance of a comprehensive study to calculate the tenancy energy demand of this stock. However, lack of regulatory mechanisms to initiate sub metering of the national building stock is a limitation.
Statistical Analysis with BEI, WWR, Aspect Ratio, and Orientation
Multiple linear regression models were applied to identify any nexus between façade composition (window-to-wall ratio-WWR), plan form (aspect ratio), building orientation, and physical configuration to BEIs of the building sample population. Aspect ratio is the footprint in a ratio of length and width relative to the east-west or north-south. A change in the aspect ratio can vary the façade area subject to solar radiation [40] . WWR and aspect ratio define the glazing area of a façade and, therefore, can have a clear impact on cooling or heating [56] . The work attempted to model the relationship between two or more explanatory variables and a response variable by fitting a linear equation to observed data. The multiple linear regression equation is as follows.
where y is the predicted or expected value for the linear model with regression coefficients of dependent variable b 1 to b n and y intercept b 0 when the values for the predictor variables are X 1 to X n , which is the building energy index. X 1 through X n are n distinct independent variables, which are the building morphological parameters. B 0 is the value of y when all of the independent variables (X 1 through X n ) are equal to zero, and b 1 through b n are the estimated regression coefficients. Each regression coefficient represents the change in y relative to a unit change in the respective independent variable. The regression analysis was carried out in three stages for 87 buildings. First stage was to analyze whether independent variables are correlating with each other to prevent multi colinearity in the regression models. The evaluation of independent variables was based on analyzing correlation coefficient and p-values. Second stage was to perform subset regression analysis to ascertain the relationship between dependent variable of BEI with independent variables of building morphological characteristics such as WWR, aspect ratio, and orientation. Subset regression analysis helped to evaluate all possible regression models. These models were revaluated based on R 2 value, R 2 adjusted value, and Mallow's Cp value. The highest R 2 value and R 2 adjusted value with lesser Mallow's Cp value was taken into account when determining the best fit models. The minimum R 2 value was taken as 50%, where 50% of the predicted value of BEI was explained by the model. Stepwise regression was conducted to evaluate the predictors in the selected models. R 2 value and p-value were considered when reviewing the best fit models. Polynomial regression analysis was preceded during the occasions when R 2 value was marginal.
p-values of the independent variables, namely WWR of all four facades, the aspect ratio of the plan, and building orientation with the BEI, remained less than 0.05 in 95% of confidence intervals in regression models with four major prevailing orientations of the sample building stock. The four orientations were North-South axis, East-West axis, Northwest-Southeast axis, and Northeast-Southwest axis. The analysis was carried out for all three groups based on the BEIs of the stock namely Lower Range, Average Range and Critical Range. Table 5 shows summative results of the analysis showing a nexus between BEIs, WWRs and orientations.
Plan forms with longer facades facing north and south directions maintain relatively lower BEIs compared to other orientations in all three groups of BEI ranges. Results show that façade orientations have greater impacts on the BEIs and thus plan forms on the east-west axis performs better. However, it is interesting to note that few buildings in this group claim BEIs as high as 250.31 kWh/m 2 /a, falling in to the critical range.
With two orientations of plan forms on NS (north-south) and EW (east-west) axes, BEIs claim a diversity showing a significant change of impact from facades facing NS and EW orientations. This was a common behavior in all three ranges, i.e., lower, average, and critical. The change of impact due to other orientations was less significant. Multiple regression models developed to configure a nexus between aspect ratio and WWR of NS-and EW-oriented buildings in all three BEI ranges highlight a criticality of plan form with higher aspect ratios. This was evident with high BEI averages and they can be identified as shallow plan forms orientated on EW orientations. Despite these forms are ideal for tropics, an increase of the aspect ratio is seen as a strong independent variable contributing to higher BEIs, the critical range (Table 6 ). Outcome demands a field investigation of these buildings. building morphological characteristics such as WWR, aspect ratio, and orientation. Subset regression analysis helped to evaluate all possible regression models. These models were revaluated based on R 2 value, R 2 adjusted value, and Mallow's Cp value. The highest R 2 value and R 2 adjusted value with lesser Mallow's Cp value was taken into account when determining the best fit models. The minimum R 2 value was taken as 50%, where 50% of the predicted value of BEI was explained by the model. Stepwise regression was conducted to evaluate the predictors in the selected models. R 2 value and p-value were considered when reviewing the best fit models. Polynomial regression analysis was preceded during the occasions when R 2 value was marginal. building morphological characteristics such as WWR, aspect ratio, and orientation. Subset regression analysis helped to evaluate all possible regression models. These models were revaluated based on R 2 value, R 2 adjusted value, and Mallow's Cp value. The highest R 2 value and R 2 adjusted value with lesser Mallow's Cp value was taken into account when determining the best fit models. The minimum R 2 value was taken as 50%, where 50% of the predicted value of BEI was explained by the model. Stepwise regression was conducted to evaluate the predictors in the selected models. R 2 value and p-value were considered when reviewing the best fit models. Polynomial regression analysis was preceded during the occasions when R 2 value was marginal. building morphological characteristics such as WWR, aspect ratio, and orientation. Subset regression analysis helped to evaluate all possible regression models. These models were revaluated based on R 2 value, R 2 adjusted value, and Mallow's Cp value. The highest R 2 value and R 2 adjusted value with lesser Mallow's Cp value was taken into account when determining the best fit models. The minimum R 2 value was taken as 50%, where 50% of the predicted value of BEI was explained by the model. Stepwise regression was conducted to evaluate the predictors in the selected models. R 2 value and p-value were considered when reviewing the best fit models. Polynomial regression analysis was preceded during the occasions when R 2 value was marginal. building morphological characteristics such as WWR, aspect ratio, and orientation. Subset regression analysis helped to evaluate all possible regression models. These models were revaluated based on R 2 value, R 2 adjusted value, and Mallow's Cp value. The highest R 2 value and R 2 adjusted value with lesser Mallow's Cp value was taken into account when determining the best fit models. The minimum R 2 value was taken as 50%, where 50% of the predicted value of BEI was explained by the model. Stepwise regression was conducted to evaluate the predictors in the selected models. R 2 value and p-value were considered when reviewing the best fit models. Polynomial regression analysis was preceded during the occasions when R 2 value was marginal. p-values of the independent variables, namely WWR of all four facades, the aspect ratio of the plan, and building orientation with the BEI, remained less than 0.05 in 95% of confidence intervals in regression models with four major prevailing orientations of the sample building stock. The four orientations were North-South axis, East-West axis, Northwest-Southeast axis, and NortheastSouthwest axis. The analysis was carried out for all three groups based on the BEIs of the stock namely Lower Range, Average Range and Critical Range. Table 5 shows summative results of the analysis showing a nexus between BEIs, WWRs and orientations.
With two orientations of plan forms on NS (north-south) and EW (east-west) axes, BEIs claim a diversity showing a significant change of impact from facades facing NS and EW orientations. This was a common behavior in all three ranges, i.e., lower, average, and critical. The change of impact due to other orientations was less significant. Multiple regression models developed to configure a nexus between aspect ratio and WWR of NS-and EW-oriented buildings in all three BEI ranges highlight a criticality of plan form with higher aspect ratios. This was evident with high BEI averages and they can be identified as shallow plan forms orientated on EW orientations. Despite these forms are ideal for tropics, an increase of the aspect ratio is seen as a strong independent variable contributing to higher BEIs, the critical range (Table 6 ). Outcome demands a field investigation of these buildings. Table 6 . Summative results of the nexus between aspect ratios, BEIs, WWRs, and orientations of buildings on the North-South and East-West axes. 
Phase II and Phase III of the Investigation
Phase II was more focused on the shallow plan forms. As discussed in the Phase I, buildings with higher aspect ratios on the East-West direction have a shallow plan form with two extremes of BEI values, i.e., lower and critical ranges. 
Phase II was more focused on the shallow plan forms. As discussed in the Phase I, buildings with higher aspect ratios on the East-West direction have a shallow plan form with two extremes of BEI values, i.e., lower and critical ranges.
Sampling of the Building Stock for Phase II
Conducting a thermal performance investigation on two sample buildings with shallow plan forms was aimed at in Phase II. The classification of building morphological characteristics showed that 63% of building stock has shallow plan forms, compared to 26% of deep and 12% of composite forms. Of the shallow forms, 17 buildings are seen orientated on the EW axis in different locations. Two buildings were then sampled from these 17 buildings that showed different levels of BEIs ranging from 110 to 320 kWh/m 2 /a in the outcome of statistical analysis in Phase I.
Buildings attached or close to other structures were eliminated from the beginning of the study. Only free standing buildings were considered so that impact of urban climate on all facades of any particular building could be assessed.
The two sample office buildings-"A" and "B"-are composed of similar morphological character (WWR and aspect ratio), orientation, operational profile, and occupant and equipment density but extensively different from the BEI point of view (Table 7) . Both buildings are occupied from 8 am to 6 pm on weekdays and are located in similar urban contexts just a kilometre apart. Table 7 . Plan form and physical characteristics of two investigated buildings in Phase II and I.
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Building "A"-Shallow Plan Form 
Sampling of the Building Stock for Phase II
The two sample office buildings-"A" and "B"-are composed of similar morphological character (WWR and aspect ratio), orientation, operational profile, and occupant and equipment density but extensively different from the BEI point of view (Table 7) . Both buildings are occupied from 8 am to 6 pm on weekdays and are located in similar urban contexts just a kilometre apart. 
The two sample office buildings-"A" and "B"-are composed of similar morphological character (WWR and aspect ratio), orientation, operational profile, and occupant and equipment density but extensively different from the BEI point of view (Table 7) . Both buildings are occupied from 8 am to 6 pm on weekdays and are located in similar urban contexts just a kilometre apart. Table 7 . Plan form and physical characteristics of two investigated buildings in Phase II and I. The objective of the focused field investigation was to assess the distribution pattern of heat stress on indoor environment depending on the plan depth. Building "A" has BEI as high as 340 kWh/m 2 /a whereas the Building "B" has a moderate level of 120 kW/hm 2 /a, which is close to acceptable level. Front narrower façade with the main entrance is positioned facing east orientation in both cases. Table 7 explains similarity of the operational and physical characteristics of the two buildings. The only difference between the two building forms is the floor area where a typical floor plate of Building "B" is relatively larger than the same of Building "A". However, occupant and equipment density are comparatively similar in both cases.
Multizone indoor air temperature reading in 3 m × 3 m zones across the plan depth (and along the building length as explained in the method) were taken using HOBO data loggers during three working days in the month of April 2018 (23rd-27th of April 2018) at 10 min intervals and then averaged to hourly values. The measurement rationale was to ascertain a number of comparisons that are as follows.
• Dynamics of air temperature distribution in peripheral and central zones on a typical floor plate to assess the collective heat stress effect of façades and plan depth.
• Dynamics of air temperature deviation from the set point temperature to assess the thermal load on the air conditioning system.
The study acknowledges that any dynamics in the indoor air temperature demonstrates an effect of environmental loads on air conditioning and the indoor thermal behaviour. Microclimatic data just outside the building were recorded onsite. The central air conditioning system of both cases is similar in specifications (15 tons per 1 AHU). However, Building "A" has a higher number of diffusers (1 for each 13 m 2 ) than in Building "B" (1 for each 36 m 2 ) per floor. Readings were taken in three typical floors above 6th level in both buildings. Temperature fluctuations on the day that the study was conducted when the building was in non-functional mode (weekends) demonstrates the effect of environmental load on indoor thermal behaviour.
Phase III
Phase III was aimed at repeating the investigation performed in Phase II but continuously over 20 days from 26th July to 16th August 2018. Measurements of each 3 m × 3 m multi-zones recorded at 10-mi intervals were later averaged to hourly values, which in turn averaged to a single value for the entire floor. Objective of Phase III was to ascertain the following.
• Hourly pattern of dynamics of average indoor air as a single value in a typical floor against the coordinating set point temperatures.
• Quantify the extremes of heat stress on air conditioned environments and identify contributing factors.
Results and Discussion
Set-point temperature of all office and useable floors of both buildings is 24 • C degrees. Despite this, indoor air temperature dynamics in varied levels were seen during the daytime in both buildings.
Results show that an increase of indoor air temperature up to 31 to 32 degrees C across all 3 m × 3 m zones along sections-A-A, B-B, and C-C-in Building "B" (see Table 7 ) while temperature readings in the internal zone close to west façade and east facades along D-D remained at 34 and 31, respectively, at midday ( Figure 5 ) when the sun was just above the building and no direct radiation could penetrate through the sides. Solar axis to buildings in Colombo between the 23rd and 27th April is normally over the head, therefore there is no way of entering solar access from sides. However, a middle floor was investigated in this study so that effect of heat from vehicular traffic was considered minimal. This thermal behaviour explicitly suggests the presence of heat stress on the air conditioning system from the façade. Office equipment inside the three floors remained switched off from the morning to assist the research, so that indoor heat generation was limited to a minimum. As mentioned in a previous section, the BEI of this building was approximately 120 kWh/m 2 /a, but heat stress of 10.7 • C indoor air temperature above the set-point is an issue to be addressed. The set-point temperature of both buildings was at 24 °C. Despite similarities in set point temperatures, Building "A" was assessed with lesser elevation of indoor air temperature ranging between 24.4 and 25.1 °C (Figure 6 ). It has a highly dense AC diffuser system than Building "B" and results show that it is capable of maintaining indoor air temperature closer to the set point temperature, but at a much higher energy cost at a BEI of 320 kWh/m 2 /a. Results suggest the criticality of shallow plan forms on end user energy demand of the building stock.
Shallow plan depths of Building "B" and "A" are 12 m and 16 m, respectively. Length of the floor plates of Buildings "B' and A" are 50 m and 38 m, respectively. Multizone air temperature distribution across the depths and lengths of floor plates are shown in the two graphs above (Figures 5 and 6 ). Considerable dynamics of air temperatures well above set point temperature in all zones across these depths and lengths demonstrate increased demand on cooling energy due to high levels of external gains through facades. The set-point temperature of both buildings was at 24 • C. Despite similarities in set point temperatures, Building "A" was assessed with lesser elevation of indoor air temperature ranging between 24.4 and 25.1 • C (Figure 6 ). It has a highly dense AC diffuser system than Building "B" and results show that it is capable of maintaining indoor air temperature closer to the set point temperature, but at a much higher energy cost at a BEI of 320 kWh/m 2 /a. Results suggest the criticality of shallow plan forms on end user energy demand of the building stock. The set-point temperature of both buildings was at 24 °C. Despite similarities in set point temperatures, Building "A" was assessed with lesser elevation of indoor air temperature ranging between 24.4 and 25.1 °C (Figure 6 ). It has a highly dense AC diffuser system than Building "B" and results show that it is capable of maintaining indoor air temperature closer to the set point temperature, but at a much higher energy cost at a BEI of 320 kWh/m 2 /a. Results suggest the criticality of shallow plan forms on end user energy demand of the building stock.
Shallow plan depths of Building "B" and "A" are 12 m and 16 m, respectively. Length of the floor plates of Buildings "B' and A" are 50 m and 38 m, respectively. Multizone air temperature (Figures 5 and 6 ). Considerable dynamics of air temperatures well above set point temperature in all zones across these depths and lengths demonstrate increased demand on cooling energy due to high levels of external gains through facades.
Performance behavior of Buildings "B" and "A" in Phase III are shown in Figures 7 and 8 respectively. During this period maximum ambient moved around 28 • C, an ambient climatic situation which is not extreme and also lower than the ambient levels during Phase II, (which fluctuated between 31 and 34 degree C). Air just outside the building, measured at the 8th floor level revealed a heat built up situation just outside the façade, suggesting solar gain from outside. fluctuated between 31 and 34 degree C). Air just outside the building, measured at the 8 floor level revealed a heat built up situation just outside the façade, suggesting solar gain from outside.
Cooling system of the building has been able to control the indoor air to keep its temperature at approximately 26-26.5 °C during midday, but results show an overheating situation in nights and during weekends. Overheating situation in the night indicates a level of heat stress from the heat released from the envelope. Overheated situations in the weekends show a greater level of heat stress from the facades.
Thermal behavior of Building "A" followed a similar pattern to the Building "B" but showed relatively a smaller dynamics from the set point temperature at a much higher energy cost at a BEI of 320kWh/m 2 /a (see Figure 8 ), similar to Phase II outcome. Situations in weekends showed a severe heat stress due to environmental gain on the indoor air. The results indicate the following.  Overheated microclimates, well above the ambient, outside the buildings at high elevations  Severe heat stress and indoor overheating during weekends (nonfunctional hours)  Higher indoor air temperature levels than the set point temperature through daytime AND elevation of indoor air above ambient in early morning hours revealed a heat built up situation just outside the façade, suggesting solar gain from outside. Cooling system of the building has been able to control the indoor air to keep its temperature at approximately 26-26.5 °C during midday, but results show an overheating situation in nights and during weekends. Overheating situation in the night indicates a level of heat stress from the heat released from the envelope. Overheated situations in the weekends show a greater level of heat stress from the facades.
Thermal behavior of Building "A" followed a similar pattern to the Building "B" but showed relatively a smaller dynamics from the set point temperature at a much higher energy cost at a BEI of 320kWh/m 2 /a (see Figure 8 ), similar to Phase II outcome. Situations in weekends showed a severe heat stress due to environmental gain on the indoor air. The results indicate the following.  Overheated microclimates, well above the ambient, outside the buildings at high elevations  Severe heat stress and indoor overheating during weekends (nonfunctional hours)  Higher indoor air temperature levels than the set point temperature through daytime AND elevation of indoor air above ambient in early morning hours Cooling system of the building has been able to control the indoor air to keep its temperature at approximately 26-26.5 • C during midday, but results show an overheating situation in nights and during weekends. Overheating situation in the night indicates a level of heat stress from the heat released from the envelope. Overheated situations in the weekends show a greater level of heat stress from the facades.
Thermal behavior of Building "A" followed a similar pattern to the Building "B" but showed relatively a smaller dynamics from the set point temperature at a much higher energy cost at a BEI of 320 kWh/m 2 /a (see Figure 8 ), similar to Phase II outcome. Situations in weekends showed a severe heat stress due to environmental gain on the indoor air. The results indicate the following.
• Overheated microclimates, well above the ambient, outside the buildings at high elevations • Severe heat stress and indoor overheating during weekends (nonfunctional hours)
• Higher indoor air temperature levels than the set point temperature through daytime AND elevation of indoor air above ambient in early morning hours Wall surface temperature behavior was quantified during Phase III. Hourly values of internal wall surface temperatures of four exterior facades were averaged to a single wall surface value in hourly terms and then compared with corresponding indoor air. Results show a close interaction of indoor air with internal wall surface temperatures reflecting a heat stress impact from facades (Figures 9 and 10) . Despite air conditioning, internal wall surfaces reach higher values up to 28.5-29.5 • C until noon indicating heat gain from outside. Internal wall surface starts to drop after 3 pm when direct exposure of facades to outside radiation starts diminishing indicating a release of stored heat to indoors from walls. Heat sink capacity of thermal mass in the envelope was not observed. Indoor air and surface temperatures reach close to each other by early morning at~6 am. Wall surface temperature behavior was quantified during Phase III. Hourly values of internal wall surface temperatures of four exterior facades were averaged to a single wall surface value in hourly terms and then compared with corresponding indoor air. Results show a close interaction of indoor air with internal wall surface temperatures reflecting a heat stress impact from facades ( Figures 9 and 10) . Despite air conditioning, internal wall surfaces reach higher values up to 28.5-29.5 °C until noon indicating heat gain from outside. Internal wall surface starts to drop after 3 pm when direct exposure of facades to outside radiation starts diminishing indicating a release of stored heat to indoors from walls.. Heat sink capacity of thermal mass in the envelope was not observed. Indoor air and surface temperatures reach close to each other by early morning at ~6 am.
Conclusions-Generalized Findings
Results suggest a problem associated with shallow plan form buildings. Although the work is mainly focused on two specific buildings, they represent most of the thermophysical characteristics of the larger building population in Colombo. Inward heat transfer across the plan depth up to 16 meters in Building "A" and 12 meters in Building "B" from the façade is a critical problem that may Wall surface temperature behavior was quantified during Phase III. Hourly values of internal wall surface temperatures of four exterior facades were averaged to a single wall surface value in hourly terms and then compared with corresponding indoor air. Results show a close interaction of indoor air with internal wall surface temperatures reflecting a heat stress impact from facades ( Figures 9 and 10) . Despite air conditioning, internal wall surfaces reach higher values up to 28.5-29.5 °C until noon indicating heat gain from outside. Internal wall surface starts to drop after 3 pm when direct exposure of facades to outside radiation starts diminishing indicating a release of stored heat to indoors from walls.. Heat sink capacity of thermal mass in the envelope was not observed. Indoor air and surface temperatures reach close to each other by early morning at ~6 am.
Results suggest a problem associated with shallow plan form buildings. Although the work is mainly focused on two specific buildings, they represent most of the thermophysical characteristics of the larger building population in Colombo. Inward heat transfer across the plan depth up to 16 meters in Building "A" and 12 meters in Building "B" from the façade is a critical problem that may be addressed through appropriate façade design. Findings suggest that presence of heat stress in 
Results suggest a problem associated with shallow plan form buildings. Although the work is mainly focused on two specific buildings, they represent most of the thermophysical characteristics of the larger building population in Colombo. Inward heat transfer across the plan depth up to 16 m in Building "A" and 12 m in Building "B" from the façade is a critical problem that may be addressed through appropriate façade design. Findings suggest that presence of heat stress in terms of higher air temperature in air conditioned indoors along the length of the plan form is visible.
Elevation of indoor air temperature in air conditioned environments by 10.5 • C above the set point temperature is considered critical in respect to energy demand. The two buildings investigated fall within the following two extremes of thermal performance scenarios:
1.
Air conditioned buildings with shallow plan forms may be able to maintain indoor air temperatures close to set point temperatures at 24 • C but at a very high energy cost.
2.
Air conditioned buildings with shallow plan forms can maintain a building energy index of 120 kWh/m 2 /a, but maintaining indoor air temperature close to set point temperature becomes problematic and sometime an elevation of indoor air temperature by even 10.5 • C above the set point temperature could be visible.
More research is underway to further strengthen these findings for a wider section of buildings in warm humid climates. The survey on plan form characteristics and orientation of a multi-level office building population in Colombo showed that nearly 80 per cent of buildings do not have appropriate orientation for solar defense. Their main building facades are facing either east or west orientations. A sound repositioning effort that focuses on minimizing environmental heat stress on building facades and thus exploring energy efficiency in multi-level commercial office building sector for the life of both exiting stock and new buildings is critical. This provides a level of opportunity for the building stakeholders to improve their asset values for the life of buildings and contribute to emission reduction targets.
While it is important to recognize that the results from the field investigations are not fully generalized due to limitations, the outcome on the heat stress behavior on conditioned office environments serves as a detailed comprehension for energy sustainability of office buildings. The better that architects and engineers understand the indoor thermal environment inside conditioned office buildings, the better design research will be able to link technological characteristics of envelope and plan form with energy consumption levels from heat stress on envelope towards a deeper comprehension of how best to reduce environmental heat stress on facades in the face of warming climates. 
